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CHANGED MAIN ACB TO 4 POLE

CHANGED 50A MCCBS TO 63A
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NOTE:
MILD STEEL
IP 54

RAL 7035
REAR TO HAVE REMOVABLE COVER PLATES
CABLE ENTRY BOTTOM
200mm HIGH PLINTH

LOUVRES ON OUTER DOOR
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